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IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA® STANDARDS 

NFPA® codes, standards, recommended practices, and guides (“NFPA Standards”), of which the document 
contained herein is one, are developed through a consensus standards development process approved by 
the American National Standards Institute. This process brings together volunteers representing varied 
viewpoints and interests to achieve consensus on �re and other safety issues. While the NFPA administers 
the process and establishes rules to promote fairness in the development of consensus, it does not 
independently test, evaluate, or verify the accuracy of any information or the soundness of any judgments 
contained in NFPA Standards.

The NFPA disclaims liability for any personal injury, property, or other damages of any nature 
whatsoever, whether special, indirect, consequential or compensatory, directly or indirectly resulting from 
the publication, use of, or reliance on NFPA Standards. The NFPA also makes no guaranty or warranty as 
to the accuracy or completeness of any information published herein.

In issuing and making NFPA Standards available, the NFPA is not undertaking to render professional or 
other services for or on behalf of any person or entity. Nor is the NFPA undertaking to perform any duty 
owed by any person or entity to someone else. Anyone using this document should rely on his or her own 
independent judgment or, as appropriate, seek the advice of a competent professional in determining the 
exercise of reasonable care in any given circumstances.

The NFPA has no power, nor does it undertake, to police or enforce compliance with the contents of 
NFPA Standards. Nor does the NFPA list, certify, test, or inspect products, designs, or installations for 
compliance with this document. Any certi�cation or other statement of compliance with the requirements  
of this document shall not be attributable to the NFPA and is solely the responsibility of the certi�er or 
maker of the statement.

See ALERT

ALERT: THIS STANDARD HAS BEEN MODIFIED BY A TIA OR ERRATA

Users of NFPA codes, standards, recommended practices, and guides (“NFPA Standards”) should 
be aware that NFPA Standards may be amended from time to time through the issuance of a Tentative 
Interim Amendment (TIA) or corrected by Errata. An of�cial NFPA Standard at any point in time consists 
of the current edition of the document together with any TIAs and Errata then in effect.

To determine whether an NFPA Standard has been amended through the issuance of TIAs or corrected 
by Errata, go to www.nfpa.org/docinfo to choose from the list of NFPA Standards or use the search feature 
to select the NFPA Standard number (e.g., NFPA 13). The document information page provides up-to-
date document-speci�c information as well as postings of all existing TIAs and Errata. It also includes the 
option to register for an “Alert” feature to receive an automatic email noti�cation when new updates and 
other information are posted regarding the document.

REVISION SYMBOLS IDENTIFYING CHANGES FROM THE PREVIOUS EDITION

Text revisions are shaded. A Δ before a section number indicates that words within that section were 
deleted and a Δ to the left of a table or �gure number indicates a revision to an existing table or �gure. 
When a chapter was heavily revised, the entire chapter is marked throughout with the Δ symbol. Where 
one or more sections were deleted, a • is placed between the remaining sections. Chapters, annexes, 
sections, �gures, and tables that are new are indicated with an N .

Note that these indicators are a guide. Rearrangement of sections may not be captured in the markup, 
but users can view complete revision details in the First and Second Draft Reports located in the archived 
revision information section of each code at www.nfpa.org/docinfo. Any subsequent changes from the 
NFPA Technical Meeting, Tentative Interim Amendments, and Errata are also located there.
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ADDITIONAL IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA
®
 STANDARDS

Updating of NFPA Standards

Users of NFPA codes, standards, recommended practices, and guides (“NFPA Standards”) should be aware that these
documents may be superseded at any time by the issuance of a new edition, may be amended with the issuance of Tentative
Interim Amendments (TIAs), or be corrected by Errata. It is intended that through regular revisions and amendments,
participants in the NFPA standards development process consider the then-current and available information on incidents,
materials, technologies, innovations, and methods as these develop over time and that NFPA Standards re�ect this
consideration. Therefore, any previous edition of this document no longer represents the current NFPA Standard on the
subject matter addressed. NFPA encourages the use of the most current edition of any NFPA Standard [as it may be amended
by TIA(s) or Errata] to take advantage of current experience and understanding. An of�cial NFPA Standard at any point in
time consists of the current edition of the document, including any issued TIAs and Errata then in effect.

To determine whether an NFPA Standard has been amended through the issuance of TIAs or corrected by Errata, visit the
“Codes & Standards” section at www.nfpa.org.

Interpretations of NFPA Standards

A statement, written or oral, that is not processed in accordance with Section 6 of the Regulations Governing the
Development of NFPA Standards shall not be considered the of�cial position of NFPA or any of its Committees and shall not
be considered to be, nor be relied upon as, a Formal Interpretation.

Patents

The NFPA does not take any position with respect to the validity of any patent rights referenced in, related to, or asserted in
connection with an NFPA Standard. The users of NFPA Standards bear the sole responsibility for determining the validity of
any such patent rights, as well as the risk of infringement of such rights, and the NFPA disclaims liability for the infringement
of any patent resulting from the use of or reliance on NFPA Standards.

NFPA adheres to the policy of the American National Standards Institute (ANSI) regarding the inclusion of patents in
American National Standards (“the ANSI Patent Policy”), and hereby gives the following notice pursuant to that policy:

NOTICE: The user’s attention is called to the possibility that compliance with an NFPA Standard may require use of an
invention covered by patent rights. NFPA takes no position as to the validity of any such patent rights or as to whether such
patent rights constitute or include essential patent claims under the ANSI Patent Policy. If, in connection with the ANSI Patent
Policy, a patent holder has �led a statement of willingness to grant licenses under these rights on reasonable and
nondiscriminatory terms and conditions to applicants desiring to obtain such a license, copies of such �led statements can be
obtained, on request, from NFPA. For further information, contact the NFPA at the address listed below.

Law and Regulations

Users of NFPA Standards should consult applicable federal, state, and local laws and regulations. NFPA does not, by the
publication of its codes, standards, recommended practices, and guides, intend to urge action that is not in compliance with
applicable laws, and these documents may not be construed as doing so.

Copyrights

NFPA Standards are copyrighted. They are made available for a wide variety of both public and private uses. These include
both use, by reference, in laws and regulations, and use in private self-regulation, standardization, and the promotion of safe
practices and methods. By making these documents available for use and adoption by public authorities and private users, the
NFPA does not waive any rights in copyright to these documents.

Use of NFPA Standards for regulatory purposes should be accomplished through adoption by reference. The term
“adoption by reference” means the citing of title, edition, and publishing information only. Any deletions, additions, and
changes desired by the adopting authority should be noted separately in the adopting instrument. In order to assist NFPA in
following the uses made of its documents, adopting authorities are requested to notify the NFPA (Attention: Secretary,
Standards Council) in writing of such use. For technical assistance and questions concerning adoption of NFPA Standards,
contact NFPA at the address below.

For Further Information

All questions or other communications relating to NFPA Standards and all requests for information on NFPA procedures
governing its codes and standards development process, including information on the procedures for requesting Formal
Interpretations, for proposing Tentative Interim Amendments, and for proposing revisions to NFPA standards during regular
revision cycles, should be sent to NFPA headquarters, addressed to the attention of the Secretary, Standards Council, NFPA, 1
Batterymarch Park, P.O. Box 9101, Quincy, MA 02269-9101; email: stds_admin@nfpa.org.

For more information about NFPA, visit the NFPA website at www.nfpa.org. All NFPA codes and standards can be viewed at
no cost at www.nfpa.org/docinfo.
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NFPA® 30

Flammable and Combustible Liquids Code

2021 Edition

This edition of NFPA 30, Flammable and Combustible Liquids Code, was prepared by the Technical
Committees on Fundamentals, Operations, Storage and Warehousing of Containers and Portable
Tanks, and Tank Storage and Piping Systems, released by the Correlating Committee on Flammable
and Combustible Liquids, and acted on by the NFPA membership during the 2020 NFPA Technical
Meeting held June 8–29. It was issued by the Standards Council on August 11, 2020, with an effective
date of August 31, 2020, and supersedes all previous editions.

This document has been amended by one or more Tentative Interim Amendments (TIAs) and/or
Errata. See “Codes & Standards” at www.nfpa.org for more information.

This edition of NFPA 30 was approved as an American National Standard on August 31, 2020.

Origin and Development of NFPA 30

From 1913 to 1957, this document was written as a model municipal ordinance known as the
Suggested Ordinance for the Storage, Handling, and Use of Flammable Liquids. In 1957, the format was
changed to a code, although the technical requirements and provisions remained the same. Since its
inception, numerous revised editions have been published as dictated by experience and advances in
technology.

A brief review of the major changes adopted since 1981 follows. In 1984, the chapter on
automotive and marine service stations was removed from NFPA 30 and was replaced with a new
document, NFPA 30A, Automotive and Marine Service Station Code, now titled Code for Motor Fuel
Dispensing Facilities and Repair Garages. In 1987, Chapter 5 (Industrial Plants), Chapter 6 (Bulk Plants
and Terminals), Chapter 7 (Process Plants), and Chapter 8 (Re�neries, Chemical Plants, and
Distilleries) were combined into a single chapter on operations. In 1990, a new section was added to
address hazardous materials storage lockers, and more detailed guidance was added to address
ventilation of enclosed process areas and for estimation of fugitive emissions. In 1993, the chapter on
tank storage was amended to allow combined remote impounding and diking systems and to provide
relief from the spill control requirements for certain secondary-containment-type tanks. Also, the
chapter on container and portable tank storage was completely rewritten so that its requirements
were presented more clearly, especially for mercantile occupancies.

In 1996, the following major changes were incorporated: requirements for temporary and
permanent closure of underground storage tanks; requirements for tightness testing of tanks of
speci�c design; recognition of intermediate bulk containers; and mandatory �re protection design
criteria for inside storage of liquids in storage rooms and liquid warehouses.

In 2000, the following major changes were incorporated: complete editorial rewrites of Chapter 2,
Tank Storage, and Chapter 3, Piping Systems; requirements for vaults for aboveground tanks and for
protected aboveground tanks; recognition of certain nonmetallic intermediate bulk containers for
storage of Class II and Class III liquids, along with �re protection system design criteria for them;
simpli�ed spill containment and drainage requirements; new �re protection design criteria for a
number of �ammable and combustible liquid commodities; expansion of the requirements for
construction and separation of process buildings; a new section addressing recirculating heat
transfer �uid heating systems; a new section addressing solvent recovery distillation units; and
consolidation of all requirements for hazardous location electrical area classi�cation into a single
chapter.

The 2003 edition of NFPA 30 incorporated occupancy de�nitions to correlate with NFPA 1,
Uniform Fire Code™; NFPA 101®, Life Safety Code®; and NFPA 5000®, Building Construction and Safety
Code®. This edition of the code also added revisions to the separation distance requirements for both
protected aboveground tanks and tanks in vaults.
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2021 Edition

The 2008 edition of NFPA 30 incorporated a complete editorial revision of the prior edition to implement NFPA’s
hazardous materials template, a formatting scheme intended to integrate a common organization and common outline for all
NFPA codes and standards that address the various types of hazardous materials. As a result of the implementation of the
template, the eight chapters comprising the 2003 edition of NFPA 30 were subdivided and rearranged into 29 shorter, more
narrowly focused chapters. Requirements that are generally applicable to all facilities that store, handle, and use �ammable
and combustible liquids were relocated to the beginning of the code. Chapters dealing with bulk storage and bulk handling of
liquids were moved to the end of the code, based on the reasoning that not all codes and standards dealing with hazardous
materials include provisions for bulk storage.

In addition to the editorial revision, the 2008 edition of NFPA 30 incorporated the following technical changes:

Chapter 6, Container and Portable Tank Storage, was replaced by Chapters 9 through 16 of the 2008 edition. These new
chapters regulated storage of containers, portable tanks, and intermediate bulk containers in a manner that is consistent with
model building codes, such as NFPA 5000®, Building Construction and Safety Code®, and model �re prevention codes, such as
NFPA 1, Uniform Fire Code™, and incorporated the concepts of maximum allowable quantities (MAQs), control areas, and
protection levels.

The �re protection design criteria for inside storage areas were expanded to include requirements for small plastic
containers of Class IB, IC, II, and III liquids in corrugated cartons and for Class IIIB liquids in corrugated cardboard
intermediate bulk containers with plastic inner liners. Over�ll prevention requirements were revised so that they apply to all
tanks larger than 1320 gal (5000 L) capacity.

The 2012 edition of NFPA 30 incorporated the following technical changes:

Use and installation of alcohol-based hand rub dispensers were exempted from the code.

New provisions were added to require that Class II and Class III liquids that are stored, handled, processed, or used at
temperatures at or above their �ash points follow all applicable requirements in the code for Class I liquids, unless an
engineering evaluation deems otherwise. Supplementary information was included in Annex A. In addition, direct reference
to this provision was added at appropriate locations in subsequent chapters.

A new Section 6.10 and the accompanying Annex G were added to address management of facility security by means of a
mandatory security and vulnerability assessment. Annex G provides an outline of a suggested assessment process.

The 2015 edition of NFPA 30 incorporated the following major amendments:

A 12 ft (3.6 m) storage height restriction was imposed on unprotected storage in mercantile occupancies, to be consistent
with the storage height restriction already in place for mercantile occupancies protected in accordance with NFPA 13, Standard
for the Installation of Sprinkler Systems, for ordinary hazard Group 2. In addition, numerous amendments were made to Chapter
16 to clarify intent, to eliminate certain inconsistencies between NFPA 30 and NFPA 13, and to correlate terminology and
speci�c requirements in NFPA 13.

Amendments to Chapter 17 and 27 re�ect recommendations submitted to NFPA by the U.S. Chemical Safety and Hazard
Investigation Board.

A new Annex A item, A.21.7.2.2, was added to address security of storage tanks in remote unattended locations at the
recommendation of the U.S. Chemical Safety and Hazard Investigation Board.

The 2018 edition of NFPA 30 incorporated the following major amendments:

Subsection 9.4.1, which sets forth the types of containers considered acceptable under the code, was amended by the
addition of item (8), which recognizes nonmetallic intermediate bulk containers that can satisfy the �re exposure test
protocols of 9.4.1.1.

Paragraph 9.4.1.1 was amended to speci�cally reference UL 2368, Fire Exposure Testing of Intermediate Bulk Containers for
Flammable and Combustible Liquids, and FM Class 6020, Approval Standard for Intermediate Bulk Containers. Section 12.8 was
replaced with provisions that only allow speci�c liquid/container combinations to be stored in such facilities. These
combinations are allowed in unlimited quantities, but must be protected in accordance with the �re protection design criteria
in Chapter 16. For consistency, 12.3.1 was appropriately amended and (former) 12.3.2 was deleted.

For the 2021 edition of NFPA 30, the committee introduced a sweeping change in the classi�cation scheme for liquids. The
term ignitible liquid has been introduced to initiate a process whereby the terms �ammable liquid and combustible liquid are no
longer used. This causes the requirements in NFPA 30 and other codes and standards to adopt a scheme based exclusively on
the liquid physical state and property (i.e., the liquid �ash point), for all liquids that can be ignited. The necessity for this
change stems from the existence of multiple regulatory systems that use the terms �ammable liquid and combustible liquid
inconsistently, leading to confusion in how to apply regulations properly among overlapping regulatory authorities, such as �re
of�cials, occupational safety of�cials, and transportation of�cials.
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2021 Edition

The term ignitible liquid is used to include all liquids with a measurable �ash point. To assist existing code users in the
transition, the terms �ammable liquid and combustible liquid have been retained in a diminished capacity. Unless otherwise
speci�ed, the term liquid means ignitible liquid.

As a result of the change in approach for classifying liquids, the committee determined that Chapter 4 was actually not for
de�ning the liquid classi�cation, but instead for establishing the classi�cation scheme based on the introduced �ash point and
boiling point criteria. The revisions to Chapter 4 address the classi�cation criteria, whereas Chapter 3 de�nes speci�c liquids.
The revisions to Chapters 1, 3, and 4 seek to make the requirements consistent with each other in terms of the scope of the
code, speci�c terminology, and the evaluation of liquids within the classi�cation scheme. The revised classi�cation scheme
outlined in Chapter 4 has been implemented throughout the code and annexes.
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2021 Edition

Correlating Committee on Flammable and Combustible Liquids

John A. LeBlanc, Chair
FM Global, MA [I]

Luis F. Arango, Global Asset Protection Services, LLC, TX [I]
Rep. Global Asset Protection Services, LLC

Tracey D. Bellamy, Telgian Corporation, GA [U]
Rep. The Home Depot

William V. F. Cosey, Savannah River Nuclear Solutions, LLC, SC [U]

Douglas W. Fisher, Fisher Engineering, Inc., GA [SE]

Bill Johns, P.E., Los Angeles City Fire Department, CA [E]

Jeremy Lebowitz, JENSEN HUGHES, MA [SE]

David P. Nugent, TUV SUD America Inc./Global Risk Consultants,
IL [SE]

Leo T. Old, Ensafe, Inc., TN [SE]

Roland A. Riegel, UL LLC, NY [RT]

Clark D. Shepard, ExxonMobil Corporation, TX [M]
Rep. American Petroleum Institute

John P. Woycheese, Saudi Aramco, Saudi Arabia [M]

Scott Wright, 3M Company, MN [U]

Alternates

J. Adam Edwards, JENSEN HUGHES, NC [SE]
(Alt. to Jeremy Lebowitz)

Edward M. Hawthorne, DFW Dynamics, TX [M]
(Alt. to Clark D. Shepard)

April M Musser, Telgian, GA [U]
(Alt. to Tracey D. Bellamy)

Alfredo M. Ramirez, UL LLC, IL [RT]
(Alt. to Roland A. Riegel)

Nonvoting

Scott Ayers, US Consumer Product Safety Commission, MD [C]
Rep. US Consumer Product Safety Commission

Stephen W. Haines, Haines Fire & Risk Consulting Corp., NJ [SE]
Rep. TC on Tank Storage and Piping Systems

Alwin A Kelly, JENSEN HUGHES, MD [SE]
Rep. TC on Fundamentals

Jeffrey J. Wanko, US Department of Labor, DC [E]

Peter J. Willse, AXA XL/Global Asset Protection Services, LLC, CT
[I]

Rep. TC on Storage and Warehousing of Containers and
Portable Tanks

David L. Blomquist, Alamo, CA []
(Member Emeritus)

Brooke B. Smith, Jr., Woodland Park, CO [SE]
(Member Emeritus)

Jack Woycheese, Prescott, AZ [SE]
(Member Emeritus)

Guy R. Colonna, NFPA Staff Liaison

This list represents the membership at the time the Committee was balloted on the �nal text of this edition.
Since that time, changes in the membership may have occurred. A key to classi�cations is found at the
back of the document.

NOTE: Membership on a committee shall not in and of itself constitute an endorsement of
the Association or any document developed by the committee on which the member serves.

Committee Scope: This Committee shall have primary responsibility for documents on
safeguarding against the �re and explosion hazards associated with the storage, handling,
and use of �ammable and combustible liquids; and classifying �ammable and combustible
liquids.
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2021 Edition

Technical Committee on Fundamentals

Alwin A Kelly, Chair
JENSEN HUGHES, MD [SE]

Guy R. Colonna, Administrative Secretary
National Fire Protection Association, MA

William V. F. Cosey, Savannah River Nuclear Solutions, LLC, SC [U]

Claire V. De Taeye, Travelers Insurance Company, NY [I]

Dwight H. Havens, Fluor Marine Propulsion, LLC, NY [U]

Jay J. Jablonski, HSB PLC, CT [I]

Stephen M. Jaskolka, The DuPont Company, Inc., DE [M]

Bill Johns, P.E., Los Angeles City Fire Department, CA [E]

John W. King, Federated Mutual Insurance Company, MN [I]
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John W. Richmond, Sr., Eastman Chemical Company, TN [M]

Peter M. Shank, Nuclear Service Organization, DE [I]

Clark D. Shepard, ExxonMobil Corporation, TX [M]
Rep. American Petroleum Institute

Warren G. Stocker, The Albertson Companies, CA [U]

Scott M. Tyler, Sasol North America, LA [U]
Rep. Edison Electric Institute

Qingsheng Wang, Texas A&M University, TX [SE]

David B. Wechsler, Consultant, TX [U]
Rep. American Chemistry Council

Alternates

Edward M. Hawthorne, DFW Dynamics, TX [M]
(Alt. to Clark D. Shepard)

Jeremy Lebowitz, JENSEN HUGHES, MA [SE]
(Alt. to Alwin A Kelly)

Jeramie W. Morris, Dow Corning Corporation, MI [M]
(Voting Alt.)

Timothy S. Murphy, Travelers Insurance Company, GA [I]
(Alt. to Claire V. De Taeye)
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David Upchurch, HSB PLC, GA [I]
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Jeffrey J. Wanko, US Department of Labor, DC [E] Jack Woycheese, Prescott, AZ [SE]
(Member Emeritus)

Guy R. Colonna, NFPA Staff Liaison

This list represents the membership at the time the Committee was balloted on the �nal text of this edition.
Since that time, changes in the membership may have occurred. A key to classi�cations is found at the
back of the document.

NOTE: Membership on a committee shall not in and of itself constitute an endorsement of
the Association or any document developed by the committee on which the member serves.

Committee Scope: This Committee shall have primary responsibility for documents or
portions of documents on the basic requirements for safeguarding against the �re and
explosion hazards associated with the storage and handling of �ammable and combustible
liquids. This Committee shall also have responsibility for de�nitions related to �ammable
and combustible liquids and for criteria for the classi�cation of �ammable and combustible
liquids.
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Scott M. Tyler, Sasol North America, LA [U]
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David B. Wechsler, Consultant, TX [U]
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Alternates
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Mark Driscoll, Global Asset Protection Services, LLC, MA [I]
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This list represents the membership at the time the Committee was balloted on the �nal text of this edition.
Since that time, changes in the membership may have occurred. A key to classi�cations is found at the
back of the document.

NOTE: Membership on a committee shall not in and of itself constitute an endorsement of
the Association or any document developed by the committee on which the member serves.

Committee Scope: This Committee shall have primary responsibility for documents or
portions of documents on safeguarding against the �re and explosion hazards associated
with operations that involve the handling, transfer, and use of �ammable and combustible
liquids, either as a principal activity or as an incidental activity.
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IL [SE]

Anthony M. Ordile, Haines Fire & Risk Consulting Corporation, NJ
[SE]

Nicholas Ozog, Wiss, Janney, Elstner Associates, Inc., IL [SE]

Duane L. Rehmeyer, Baker Engineering & Risk Consultants, Inc.,
PA [SE]

Roland A. Riegel, UL LLC, NY [RT]

Lee T. Rindfuss, Marsh Risk Consulting, MA [I]
Rep. Marsh USA Inc.

Ronald G. Schaffhauser, PPG Industries, Inc., PA [M]

George A. Seuss, Jr., The Hanover Insurance Group, MD [I]

Ronald N. Webb, S.A. Comunale Company, Inc., OH [M]
Rep. National Fire Sprinkler Association

David B. Wechsler, Consultant, TX [U]
Rep. American Chemistry Council

Steven D. Wolin, Reliable Automatic Sprinkler Company, Inc., SC
[M]

Martin H. Workman, The Viking Corporation, MI [IM]
Rep. American Fire Sprinkler Association

Scott Wright, 3M Company, MN [U]

Kevin M. Wypychoski, Precision Mechanical Services, Inc., CT [IM]

Alternates

J. Adam Edwards, JENSEN HUGHES, NC [SE]
(Alt. to Anthony R. Cole)

Ruby Evans, FM Global, MA [I]
(Alt. to John A. LeBlanc)

Drew D Gerard, Telgian Engineering And Consulting, DE [U]
(Alt. to Tracey D. Bellamy)

Joshua Goodson, Liberty Mutual, TN [I]
(Alt. to Todd M. Kidd)

Stephen W. Haines, Haines Fire & Risk Consulting Corp., NJ [SE]
(Alt. to Anthony M. Ordile)

Grant L. Hart, US Chemical Storage, KY [M]
(Alt. to Glen A. Carter)

Edward M. Hawthorne, DFW Dynamics, TX [M]
(Alt. to Tim D. Blackford)

Christopher Thomas Kachura, Southeast Fire Protection, TX [IM]
(Alt. to Martin H. Workman)

David C. Kirby, Baker Engineering & Risk Consultants, Inc., WV
[SE]

(Alt. to Duane L. Rehmeyer)

William E. Koffel, Koffel Associates, Inc., MD [SE]
(Alt. to Tom de Nooij)

Timothy S. Murphy, Travelers Insurance Company, GA [I]
(Alt. to Claire V. De Taeye)

Alfredo M. Ramirez, UL LLC, IL [RT]
(Alt. to Roland A. Riegel)

Randy Slama, Sherwin Williams Co, OH [M]
(Voting Alt.)

Michael D. Snyder, Dekra Insight, MI [U]
(Alt. to Donald B. Hicks)

Nonvoting

Jeffrey J. Wanko, US Department of Labor, DC [E] Jack Woycheese, Prescott, AZ [SE]
(Member Emeritus)
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